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GENERAL NOTES THIS DRAWING:
FOR BIDDING PURPOSES, RECEPTACLES AT THE HEAD END OF THE
PATIENT BED SHALL BE PROVIDED AT 48" AFF.  COORDINATE FINAL
LOCATION WITH ARCHITECT BEFORE PERFORMING ROUGH-INS.

1.

CONFIRM WITH ARCHITECT ON FINAL LOCATIONS OF
UNDER-CABINET FRIDGE AND MICROWAVE IN HOSPICE UNIT
KITCHENETTE BEFORE PERFORMING ROUGH-INS FOR
RECEPTACLES.

2.

KEYNOTES THIS DRAWING:
DISCONNECT ALL WIRING, CONDUIT, SUPPORTS, ETC.
IN THEIR ENTIRETY BACK TO SOURCE OF POWER.1

2 FOR CCTV MONITOR.  ASSUME MOUNTING HEIGHT OF
12" BELOW FINISHED CEILING FOR BIDDING
PURPOSES, COORDINATE FINAL LOCATION OF
OUTLET WITH ARCHITECT.

3 RECEPTACLE SHALL BE PROVIDED WITHIN
CASEWORK FOR MICROWAVE.  COORDINATE WITH
ARCHITECT ON FINAL LOCATION OF MICROWAVE.
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